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DISCLAIMER: This calculation is based on the best
Information provided to MaxLite by the client.
These findings should be verified by a
certified electrical engineer as to their accuracy.
Design changes such as wall, ceiling, floor heights
and reflectance’s of all interior surfaces including
partition walls may adversely affect the overall light
levels. MaxLite is not responsible as to the veracity
of these calculations, and they should only be used
as a design reference tool.
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Luminaire Schedule
Symbol Qty Label Arrangement

Luminaire Location Summary

Calculation Summary
Description Units Avg Max Min Avg/Min

Description LLF Luminaire 
Lumens

Luminaire 
Watts

Total 

Max/Min
203 AYER RD @ GRADE Fc 0.89

Watts

Insertion Point
LumNo Label X Y Z Orient
1 WP 217 296

18.5

12

0.0 N.A. N.A.
PARKING AREA Fc

8 C1-BLS Single M125U4W-CSBKCR

3.24

0.900 11658 126.19 1009.52

155.854
2 C1-BLS 208 353 12 243.825
3 WP 191 247 12 155.854
4 C1-BLS 151 382 12 243.825
5 C1-BLS 89

10 B Single MP-BL25UT5-840B 0.900 1603 23.49 234.9
6 WP

2 C2 Back-Back M125U4W-CSBKCR 0.900 18295 127.43 509.72
3 C1 Single M125U4W-CSBKCR 0.900 18295 127.43 382.29

Single WPC28UT4-WCSBPCCR 0.900 3727 27.12 162.72

345 12 332.949
6

246.801
19 C1-BLS 247 16 12 62.85
20 B 249.527 63.431 3 331.39
21 B 254.527 72.431 3 331.39
22 C1 283 38 12 337.38
23 B 261.018 85.954 3 331.39
24 B 267.509 99.477 3 331.39
25 B 274 113 3 331.39
26 WP 304 131 12 332.819
27 C1 365 112 12 154.093
28 WP 326 173 12 332.819
29 C1-BLS 380 192 12

C2 116 254 12 335.376
7 C1-BLS 27 222 12 332.949
8 WP 166 198 12 155.854
9 C2 60 144 12 335.376
10 WP 140 147 12 155.854
11 C1-BLS 97 85 12 62.85
12 C1 153 106 12 246.038
13 B 174.579 99.267 3 246.801
14 C1-BLS 175 49 12 62.85
15 B 188.185 92.95 3 246.801
16 B 201.79 86.633 3 246.801
17 B 215.395 80.317 3 246.801
18 B 229 74 3

243.825

18.5 0.1 32.40 185.00

Scale: 1 inch= 30 Ft.
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0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.3 0.4 0.2 0.1 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.2 1.5 1.3 0.3 0.1 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 2.5 8.6 9.5 2.7 0.6 0.2 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.3 0.4 1.0 1.9 6.1 2.2 7.7 6.2 1.3 0.3 0.1 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.2 0.2 0.2 0.5 2.9 10.9 3.8 1.3 1.2 0.4 0.6 4.3 1.5 0.5 0.1 0.1 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.1 0.3 0.5 1.0 3.5 3.0 7.6 2.6 1.0 1.6 0.5 1.0 0.2 0.4 0.6 0.7 0.2 0.1 0.0 0.0 0.0

0.0 0.0 0.1 0.1 0.1 0.3 1.1 5.4 9.5 5.9 10.3 10.7 2.0 2.3 0.3 0.5 1.5 5.1 1.4 0.3 0.1 0.0 0.0

0.0 0.1 0.1 0.4 1.0 2.1 5.1 3.9 1.6 1.5 1.2 2.1 1.6 4.1 13.5 0.5 0.1 0.0 0.0

0.0 0.1 0.2 0.5 2.0 9.8 18.5 4.3 1.0 0.9 1.2 1.7 5.0 0.7 0.2 0.0 0.0

0.0 0.0 0.1 0.3 1.0 4.4 9.8 5.5 1.6 1.4 2.9 1.4 1.5 1.5 1.7 1.1 0.1 0.0

0.0 0.0 0.0 0.1 1.2 2.2 2.6 0.8 0.5 0.5 0.4 2.8 4.2 10.1 0.9 0.0 0.0

0.0 0.0 0.0 0.1 4.1 2.8 0.6 0.2 0.2 0.7 1.1 6.6 1.5 3.4 0.7 0.0 0.0 0.0

0.0 0.0 0.0 0.1 1.5 7.6 1.0 0.5 1.0 2.5 1.1 0.9 0.0 0.1 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.1 0.2 4.9 2.3 2.7 6.9 8.2 1.9 0.6 2.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.1 0.2 0.7 2.0 9.9 18.5 4.3 1.3 2.6 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.1 0.2 0.9 3.4 5.0 2.1 0.9 0.4 0.4 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.9 1.9 0.9 0.2 0.2 0.3 2.2 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.1 3.0 2.7 0.3 0.1 0.1 0.2 1.0 2.1 0.2 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.8 7.4 0.7 0.2 1.1 2.4 7.1 5.3 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.2 6.7 2.7 2.3 5.5 4.2 1.3 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.7 4.6 10.9 0.5 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.2 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
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DISCLAIMER: This calculation is based on the best
Information provided to MaxLite by the client.
These findings should be verified by a
certified electrical engineer as to their accuracy.
Design changes such as wall, ceiling, floor heights
and reflectance’s of all interior surfaces including
partition walls may adversely affect the overall light
levels. MaxLite is not responsible as to the veracity
of these calculations, and they should only be used
as a design reference tool.
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Luminaire Schedule
Symbol Qty Label

Calculation Summary
Description Units

Arrangement Description LLF Luminaire 
Lumens

Luminaire 
Watts

Total 
Watts

Avg Max

5 C1-BLS Single M125U4W-CSBKCR 0.900 11658 126.19 630.95

Min Avg/Min Max/Min
BLDG B-C Fc 2.90 12.9 0.1

2

Luminaire Location Summary
Insertion Point

LumNo

C2 Back-Back M125U4W-CSBKCR

Label X Y Z Orient
1 WP

10 WP Single WPC28UT4-WCSBPCCR 0.900 3727 27.12 271.2

312.000 482.000 12.000 155.854
2 C1-BLS

0.900 18295 127.43 509.72
11 C1 Single M125U4W-CSBKCR 0.900 18295 127.43 1401.73
10 B Single MP-BL25UT5-840B 0.900 1603 23.49 234.9

303.000 539.000 12.000 243.825
3 WP 286.000 433.000 12.000 155.854
4 C1-BLS 246.000 568.000 12.000 243.825
5 C1-BLS 184.000 531.000 12.000 332.949
6 C2 211.000 440.000 12.000 335.376
7 C1-BLS 122.000 408.000 12.000 332.949
8 WP 261.000 384.000 12.000 155.854
9 C2 155.000 330.000 12.000 335.376
10 WP 235.000 333.000 12.000 155.854
11 C1 192.000 271.000 12.000 62.85
12 C1 248.000 292.000 12.000 246.038
13 B 269.579 285.267 3.000 246.801
14 C1 270.000 235.000 12.000 62.85
15 B 283.185 278.950 3.000 246.801
16 B 296.790 272.633 3.000 246.801
17 B 310.395 266.317 3.000 246.801
18 B 324.000 260.000 3.000 246.801
19 C1 342.000 202.000 12.000 62.85
20 B 344.527 249.431 3.000 331.39
21 B 349.527 258.431 3.000 331.39
22 C1 378.000 224.000 12.000 337.38
23 B 356.018 271.954 3.000 331.39
24 B 362.509 285.477 3.000 331.39
25 B 369.000 299.000 3.000 331.39
26 WP 399.000 317.000 12.000 332.819
27 C1 460.000 298.000 12.000 154.093
28 WP 421.000 359.000 12.000 332.819
29 C1-BLS 475.000 378.000 12.000 243.825
30 C1 294.000 177.000 12.000 246.571
31 C1 89.000 95.000 12.000 113.199
32 C1 38.000 145.000 12.000 304.287
33 WP 242.000 132.000 12.000 64.799
34 WP 298.000 103.000 12.000 64.799
35 WP 118.000 196.000 12.000 345.069
36 WP 139.000 240.000 12.000 345.069
37 C1 184.000 190.000 12.000 151.699
38 C1 154.000 129.000 12.000 151.699

29.00 129.00

Scale: 1 inch= 20 Ft.
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4.8 4.5 0.1

2.6 3.0 5.8 10.2 4.7 3.2 3.8 2.3 0.2

9.3 5.4 3.0 2.6 3.2 5.5 12.2 3.4 0.4 0.9 1.3 0.4 0.1

9.9 3.0 1.0 1.2 2.3 7.2 0.2 0.9 1.7 1.3 2.9 3.3 0.4 0.1

1.6 3.8 3.0 0.4 0.2 0.4 1.6 4.8 12.9 4.0

3.0 3.1 12.9 4.0 0.2 0.2 0.5 1.8 1.7

1.3 1.3 4.0 5.2 0.1 0.1 0.2

2.1 1.9 1.4 0.2 0.2 0.7

2.0 1.0 0.8 0.5 0.9 5.1

0.5 1.1 6.9 8.8


	203 AYER RD-BLDG A - Lighting Plan (9.9.22)
	203 AYER RD BLDG B C - Lighting Plan (12.6.22)

